
Provincial Electricity Authority N 3

Mitigation of interruption and  voltage sags 

for Industrial customer in PEA N 3

MS.SUTASINEE PHO -ONG   

Assistant chief of engineering and marketing 

MR.PHANUWAT  SORNSUEB

Engineer level 6



Mitigation of interruption and  voltage sags for Industrial customer in PEA N 3

N.1

N2
N.3

E.1
E.2E.3

C.1
C.2

C.3

S.1

S.2

S.3

AREA OF  PEA N 3 

6 Province 

PHETCHABURI

LOPBURY

SINGBURI

CHAINAT

UTHAI THANI

NAKHON SAWAN

Customers  1,053,985



Mitigation of interruption and  voltage sags for Industrial customer in PEA N 3

Case 1

Study and find solutions to mitigation of 
interruption and voltage sags for 
Syngenta Seed Company Limited 
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The company is located in the Phatananikom District , Lopburi Province



Mitigation of interruption and  voltage sags for Industrial customer in PEA N 3

Problem
when interruption ,under voltage and voltage sag, happens are:
-The Feed Germination percentage in the Bio Safety Cabinet will go wrong, not 
accordingly to the plan.
-Some amount of corn seeds will fall off to the ground and get contaminated. Those 
seeds cannot be packed in the process again since there are various types of corn seeds 
in the line, and to avoid mixing up those different seeds is the highest caution.
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Corn Seeds Production Process
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Feed germinator



Mitigation of interruption and  voltage sags for Industrial customer in PEA N 3

�ð�ðPacking Process


